
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 Drinking Water 
 



ENVIRONMENTAL SURVEILLANCE DATA CY02

WATER - DRINKING WATER

OWNER ID SAMP NUM SITE NAME DIST CLASS MEDIA SAMP FROM SAMP DATE
CON SHORT 

NAME VALUE RPTD ANAL UNITS RPTD COUNTING ERROR TOTAL ANAL ERROR LAB QUALIFIER SAMP COMMENT RESULT COMMENT
SESPMNT B14266 100 K AREA ONSITE SW DRINKING 14-Feb-02 ALPHA -0.038 pCi/L 0.38 0.38 U
SESPMNT B14271 100 N AREA ONSITE SW DRINKING 14-Feb-02 ALPHA 0.587 pCi/L 0.73 0.75 U
SESPMNT B14272 200 W AREA ONSITE SW DRINKING 14-Feb-02 ALPHA 0.274 pCi/L 0.65 0.66 U
SESPMNT B14273 400 AREA ONSITE SW DRINKING 14-Feb-02 ALPHA 0.361 pCi/L 0.86 0.87 U
SESPMNT B14CV5 100 N AREA ONSITE SW DRINKING 08-Apr-02 ALPHA 1.06 pCi/L 0.93 0.96 U
SESPMNT B14CV7 400 AREA ONSITE SW DRINKING 08-Apr-02 ALPHA 1.32 pCi/L 1.4 1.4 U
SESPMNT B14CV2 100 K AREA ONSITE SW DRINKING 09-Apr-02 ALPHA 0.0545 pCi/L 0.34 0.34 U
SESPMNT B14CV6 200 W AREA ONSITE SW DRINKING 09-Apr-02 ALPHA 0.241 pCi/L 0.57 0.58 U
SESPMNT B14YJ2 100 K AREA ONSITE SW DRINKING 08-Jul-02 ALPHA 0.302 pCi/L 0.59 0.6 U
SESPMNT B14YJ8 100 N AREA ONSITE SW DRINKING 08-Jul-02 ALPHA -0.181 pCi/L 0.27 0.28 U
SESPMNT B14YJ9 200 W AREA ONSITE SW DRINKING 08-Jul-02 ALPHA 0.954 pCi/L 0.81 0.84 U
SESPMNT B14YK0 400 AREA ONSITE SW DRINKING 08-Jul-02 ALPHA -0.0903 pCi/L 0.64 0.64 U
SESPMNT B15LK4 400 AREA ONSITE SW DRINKING 09-Oct-02 ALPHA 0.319 pCi/L 0.84 0.85 U
SESPMNT B15LJ3 200 W AREA ONSITE SW DRINKING 09-Oct-02 ALPHA 0.572 pCi/L 0.72 0.74 U
SESPMNT B15LF1 100 N AREA ONSITE SW DRINKING 09-Oct-02 ALPHA 0.124 pCi/L 0.6 0.61 U
SESPMNT B15LH2 100 K AREA ONSITE SW DRINKING 09-Oct-02 ALPHA -0.398 pCi/L 0.11 0.14 U
SESPMNT B14266 100 K AREA ONSITE SW DRINKING 14-Feb-02 BETA -0.777 pCi/L 1.4 1.4 U
SESPMNT B14271 100 N AREA ONSITE SW DRINKING 14-Feb-02 BETA 0.0279 pCi/L 1.3 1.4 U
SESPMNT B14272 200 W AREA ONSITE SW DRINKING 14-Feb-02 BETA 0.494 pCi/L 1.3 1.4 U
SESPMNT B14273 400 AREA ONSITE SW DRINKING 14-Feb-02 BETA 6.78 pCi/L 1.8 2.1
SESPMNT B14CV5 100 N AREA ONSITE SW DRINKING 08-Apr-02 BETA 0.29 pCi/L 1.3 1.4 U
SESPMNT B14CV7 400 AREA ONSITE SW DRINKING 08-Apr-02 BETA 6.53 pCi/L 1.8 2.1
SESPMNT B14CV2 100 K AREA ONSITE SW DRINKING 09-Apr-02 BETA 0.684 pCi/L 1.3 1.4 U
SESPMNT B14CV6 200 W AREA ONSITE SW DRINKING 09-Apr-02 BETA 0.577 pCi/L 1.3 1.4 U
SESPMNT B14YJ2 100 K AREA ONSITE SW DRINKING 08-Jul-02 BETA 1.87 pCi/L 1.4 1.6 U
SESPMNT B14YJ8 100 N AREA ONSITE SW DRINKING 08-Jul-02 BETA -0.102 pCi/L 1.3 1.4 U
SESPMNT B14YJ9 200 W AREA ONSITE SW DRINKING 08-Jul-02 BETA -0.19 pCi/L 1.3 1.4 U
SESPMNT B14YK0 400 AREA ONSITE SW DRINKING 08-Jul-02 BETA 6.12 pCi/L 1.8 2
SESPMNT B15LK4 400 AREA ONSITE SW DRINKING 09-Oct-02 BETA 8.3 pCi/L 2 2.4
SESPMNT B15LJ3 200 W AREA ONSITE SW DRINKING 09-Oct-02 BETA 1.08 pCi/L 1.4 1.5 U
SESPMNT B15LF1 100 N AREA ONSITE SW DRINKING 09-Oct-02 BETA 4.21 pCi/L 1.6 1.8
SESPMNT B15LH2 100 K AREA ONSITE SW DRINKING 09-Oct-02 BETA 0.121 pCi/L 1.3 1.4 U
SESPMNT B15LH7 200 W AREA ONSITE SW DRINKING 12-Dec-02 BETA 0.732 pCi/L 1.3 1.3 U
SESPMNT B15LD5 100 N AREA ONSITE SW DRINKING 12-Dec-02 BETA 2.38 pCi/L 1.5 1.6 U
SESPMNT B15LF6 100 K AREA ONSITE SW DRINKING 12-Dec-02 BETA 1.2 pCi/L 1.4 1.5 U
SESPMNT B15LJ8 400 AREA ONSITE SW DRINKING 12-Dec-02 BETA 8.43 pCi/L 1.9 2.3
SESPMNT B15LK4 400 AREA ONSITE SW DRINKING 09-Oct-02 I-131 1.91 pCi/L 5.9 5.9 U half life exceeded.
SESPMNT B15LJ3 200 W AREA ONSITE SW DRINKING 09-Oct-02 I-131 -2.27 pCi/L 4.7 4.7 U half life exceeded.
SESPMNT B15LF1 100 N AREA ONSITE SW DRINKING 09-Oct-02 I-131 -1.87 pCi/L 5.3 5.3 U half life exceeded.
SESPMNT B15LH2 100 K AREA ONSITE SW DRINKING 09-Oct-02 I-131 1.05 pCi/L 6.2 6.2 U half life exceeded.
SESPMNT B15LK4 400 AREA ONSITE SW DRINKING 09-Oct-02 RA-226 0.032 pCi/L 0.01 0.012
SESPMNT B15LJ3 200 W AREA ONSITE SW DRINKING 09-Oct-02 RA-226 0.0809 pCi/L 0.012 0.02
SESPMNT B15LF1 100 N AREA ONSITE SW DRINKING 09-Oct-02 RA-226 0.0302 pCi/L 0.009 0.011
SESPMNT B15LH2 100 K AREA ONSITE SW DRINKING 09-Oct-02 RA-226 0.0464 pCi/L 0.01 0.014
SESPMNT B15LK4 400 AREA ONSITE SW DRINKING 09-Oct-02 RA-228 0.525 pCi/L 0.29 0.31 U
SESPMNT B15LJ3 200 W AREA ONSITE SW DRINKING 09-Oct-02 RA-228 0.619 pCi/L 0.27 0.3
SESPMNT B15LF1 100 N AREA ONSITE SW DRINKING 09-Oct-02 RA-228 0.668 pCi/L 0.26 0.29
SESPMNT B15LH2 100 K AREA ONSITE SW DRINKING 09-Oct-02 RA-228 0.287 pCi/L 0.23 0.24 U
SESPMNT B14266 100 K AREA ONSITE SW DRINKING 14-Feb-02 SR-90 0.0928 pCi/L 0.028 0.036
SESPMNT B14271 100 N AREA ONSITE SW DRINKING 14-Feb-02 SR-90 0.0894 pCi/L 0.032 0.038
SESPMNT B14272 200 W AREA ONSITE SW DRINKING 14-Feb-02 SR-90 0.0904 pCi/L 0.031 0.037
SESPMNT B14273 400 AREA ONSITE SW DRINKING 14-Feb-02 SR-90 0.00022 pCi/L 0.028 0.031 U
SESPMNT B14CV5 100 N AREA ONSITE SW DRINKING 08-Apr-02 SR-90 0.0648 pCi/L 0.024 0.029
SESPMNT B14CV7 400 AREA ONSITE SW DRINKING 08-Apr-02 SR-90 -0.00235 pCi/L 0.026 0.028 U
SESPMNT B14CV2 100 K AREA ONSITE SW DRINKING 09-Apr-02 SR-90 0.0592 pCi/L 0.025 0.029
SESPMNT B14CV6 200 W AREA ONSITE SW DRINKING 09-Apr-02 SR-90 0.0677 pCi/L 0.024 0.03
SESPMNT B14YJ2 100 K AREA ONSITE SW DRINKING 08-Jul-02 SR-90 0.0989 pCi/L 0.033 0.039
SESPMNT B14YJ8 100 N AREA ONSITE SW DRINKING 08-Jul-02 SR-90 0.0653 pCi/L 0.028 0.033
SESPMNT B14YJ9 200 W AREA ONSITE SW DRINKING 08-Jul-02 SR-90 0.0666 pCi/L 0.026 0.029
SESPMNT B14YK0 400 AREA ONSITE SW DRINKING 08-Jul-02 SR-90 0.021 pCi/L 0.027 0.027 U
SESPMNT B14266 100 K AREA ONSITE SW DRINKING 14-Feb-02 TRITIUM -34.2 pCi/L 74 110 U
SESPMNT B14271 100 N AREA ONSITE SW DRINKING 14-Feb-02 TRITIUM 67.4 pCi/L 78 120 U
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SESPMNT B14272 200 W AREA ONSITE SW DRINKING 14-Feb-02 TRITIUM 234 pCi/L 85 130
SESPMNT B14273 400 AREA ONSITE SW DRINKING 14-Feb-02 TRITIUM 3250 pCi/L 160 270
SESPMNT B14CV5 100 N AREA ONSITE SW DRINKING 08-Apr-02 TRITIUM 136 pCi/L 71 77 U
SESPMNT B14CV7 400 AREA ONSITE SW DRINKING 08-Apr-02 TRITIUM 3330 pCi/L 150 170
SESPMNT B14CV2 100 K AREA ONSITE SW DRINKING 09-Apr-02 TRITIUM 45.3 pCi/L 68 75 U
SESPMNT B14CV6 200 W AREA ONSITE SW DRINKING 09-Apr-02 TRITIUM 224 pCi/L 74 80
SESPMNT B14YJ2 100 K AREA ONSITE SW DRINKING 08-Jul-02 TRITIUM -28 pCi/L 60 92 U
SESPMNT B14YJ8 100 N AREA ONSITE SW DRINKING 08-Jul-02 TRITIUM 31.8 pCi/L 62 95 U
SESPMNT B14YJ9 200 W AREA ONSITE SW DRINKING 08-Jul-02 TRITIUM 6.07 pCi/L 61 93 U
SESPMNT B14YK0 400 AREA ONSITE SW DRINKING 08-Jul-02 TRITIUM 3060 pCi/L 130 230
SESPMNT B15LK4 400 AREA ONSITE SW DRINKING 09-Oct-02 TRITIUM 3000 pCi/L 150 190
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